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This Fact Sheet sets forth the principle facts and technical rationale that serve as the legal basis for the
requirements of the accompanying draft permit. The draft permit has been prepared in accordance with Clean
Water Act (CWA) section 402 and its implementing regulations at Title 40 of the Code of Federal Regulations
(CFR), Parts 122 through 124, and the final Water Quality Certificate (WQC) issued by the Puerto Rico
Environmental Quality Board (EQB) pursuant to CWA section 401 requirements.

Pursuant to 40 CFR 124.53, the Commonwealth of Puerto Rico must either grant a certification pursuant to CWA
section 401 or waive this certification before the U.S. Environmental Protection Agency (EPA) may issue a final
permit. On November 1, 2017, EQB provided in the WQC that the allowed discharge will not cause violations to
the applicable water quality standards at the receiving water body if the limitations and monitoring requirements in
the WQC are met. In accordance with CWA section 401, EPA has incorporated the conditions of the final WQC
into the draft permit. The WQC conditions are discussed in this Fact Sheet and are no less stringent than allowed
by federal requirements. Additional requirements might apply to comply with other sections of the CWA. Review
and appeals of limitations and conditions attributable to the WQC were made through the applicable procedures
of the Commonwealth of Puerto Rico and not through EPA procedures.

PART I. BACKGROUND

A. Permittee and Facility Description

The Puerto Rico Electric and Power Authority (PREPA) has applied for renewal of the National Pollutant
Discharge Elimination System (NPDES) permit for the San Juan Power Plant. PREPA (referred to throughout as
the Permittee) is discharging pursuant to NPDES Permit No. PRO000698.The Permittee submitted Application
Form 1 and Form 2C and 2F dated September 29, 2011, and applied for an NPDES permit to discharge treated
wastewater from PREPA San Juan Power Plant, San Juan, PR, called the facility. The facility is classified as a
major discharger by EPA in accordance with the EPA rating criteria.

The Permittee owns and operates a steam electric generation facility. Attachment A of this Fact Sheet provides a
map of the area around the facility and a flow schematic of the facility.

PREPA San Juan is an onshore steam electric power generation facility located in the municipality of San Juan,
next to the Puerto Nuevo piers on the southwest shore of San Juan Bay. The PREPA San Juan facility was

initially constructed in 1950 and consists of six generating units, four oil-fired generating units of 200 MW (Units 7-
10) and two combine cycl &)0)vathatetd geseratng caaditg of 3MW.Uni t s 5

The facility water sources are the San Juan Bay and city water from the Puerto Rico Aqueduct and Sewer
Authority (PRASA). Cooling water, wastewater, and stormwater are discharged to San Juan Bay through three
separate outfalls.

The main uses (continuous basis) of water at the facility include once-through cooling, sea water screen washing,
recirculating cooling, boiler makeup and water for equipment cleaning and maintenance. Minor uses (intermittent)

of water include: hydrostatic testing, sanitary uses, and miscellaneous in-plant operations. Wastewaters are also
generated as cooling tower blowdown, condensate, demi
(RO) plant discharges. Stormwater is also discharged through each of the outfalls.

Outfall 001: Outfall 001 is composed primarily of once-through cooling water from San Juan Bay. The
maximum 749.8 MGD of seawater is pumped through the surface condensers to condense steam once it

is used by the power generators. No chemicals are added to this water stream.
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There are three separate water intake and screen systems. The intakes are located in the Puerto Nuevo
Bay, a small bay in the southeast corner of the San Juan Bay. Prior to use in the condensers, the water
passes through fixed and traveling screens to remove trash and other debris. Units 9 and 10 have four
traveling screens, with an array of four pumps, rated at 236 gallons per minutes (GPM) each. A total of
944 GPM, or 1.36 MGD, provide the backwash water to clean the traveling screens.

Units 7 and 8 have four traveling screens, with an array of two screen wash pumps each rated at 590
GPM. These provide the backwash water to clean the traveling screen and withdraw water from the
internal channel. These pumps are not included in the design intake flow because the screen wash water
is recycled back through the screen and does not place any additional demand on the withdrawal. These
screen are washed separately with seawater and the wash stream is discharged through Outfall 001. No
chemicals or substances are added to this operation.

Outfall 001 also receives blowdown from six recirculating cooling towers at the facility. These cooling
towers are used to provide cooling water for miscellaneous equipment throughout the facility. Makeup
water (approximately 342,720 gallons per day) is fresh water from PRASA. The cooling towers operate at
approximately 3 cycles. Most of the makeup water evaporates in the system. When the conductivity level
in the recirculating water increase to a specific level, a volume of water is drained from the cooling tower
basis and discharged to Outfall 001 via the once-through seawater canal. The blowdown can contain
water treatment chemicals which are required to minimize fouling, corrosion, and biological growth in the
cooling system.

Periodically, the boilers must discharge condensate (condensed steam) to the drainage system. This
discharge can occur when there is a saltwater leak in the boiler condensers or during startup when the
condensate is below the specifications for condensate return. The volume of these discharges could be
up to approximately 107,250 gallons per boiler. The frequency is variable, although it can be estimated as
once a month. The condensate is discharged through Outfall 001.

Miscellaneous water use in the facility is discharged to any of three Oil Water Separators (OWS-3, -4, and
-5) prior to discharge to Outfall 001. The water uses included miscellaneous clean up, rinsing, flushing,
and other minor operations. Although the volume of the water is not measured, the daily use is estimated
to be approximately 10,000 gallons.

Stormwater from the facility also flows through the OWS prior to reaching the discharge point. The
estimated maximum stormwater runoff volume discharged through Outfall 001 is 0.39 MG, based on a
historical maximum of 6.79 inches of rainfall in a 24-hour period and the drainage area.

Outfall 002: The outfall consists of the wastewater treatment plant (WWTP) effluent, condensate water
and stormwater. The WWTP is the primary wastewater effluent in the Outfall 002 discharge. The WWTP
handles wastes from the regeneration of the demi water plant, boiler drainage, occasional hydrostatic
testing water, stormwater, equipment maintenance and cleaning water, cooling tower blowdown, boiler
chemical cleaning water, combustion turbines compressor washing, cleaning-in-place of the RP and
some laboratory waste water.

The demi water plan consists of ion exchange resins that are used to remove dissolved solids from RO
permeate to provide high quality boiler makeup water. Periodically, the resin beds must be regenerated
with acid and caustic to remove absorbed ions. The acid and caustic wastes, which contain high levels of
dissolved solids, are sent to a holding tank prior to the metals precipitation unit at the WWTP.

Also, an RO plant is used as a pretreatment for the demi water plant. The waste produced after the
cleaning of the RO membranes with caustic and citric acid are sent to the WWTP.

Steam is used in non-contact heat exchangers to heat fuel oil system that is fed to the boilers. The
condensate from these heat exchangers is sent to the once-through cooling towers and discharged.
About 0.03 MGD of this condensate flows to OWS-2 that connects to Outfall 002.

Condensate water is also used as hydrostatic test water. Whenever a boiler is repaired, it is
hydrostatically tested to ensure there are no leaks. Part, or all, of this water is discharged to a holding
tank and then to the WWTP if the boiler fails the test. The volume of the discharge is approximately 5,000
to 20,000 gallons. A similar operation may occur when a boiler that is out of service is filled with water
unt i | it can be restarted. After this fiwet storagej

Equipment maintenance and cleaning are done with both demi water and PRASA water. The wastewater
that are generated include: fan wash water, laboratory drains, spent battery acid, air preheater cleanings,
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boiler chemical cleanings, boiler fireside cleanings, external boiler wash water, and power block floor
wash water. The volume and frequencies of these wastes are variable but a typical daily flow of 0.6 MGD
was estimated. Because these operations contain metals, they are sent to the WWTP for metals
precipitation and neutralization.

The WWTP consists of three holding tanks. Two of these (Tank 1 and Tank 2) receive demineralization
regeneration wastes, stormwater, and sludge ponds supernatant water. The water in these tanks is sent
to two parallel treatment units for metals precipitation, consisting of mixing, flocculation, coagulation, and
sedimentation chambers. Effluent from the unit is filtered through multimedia pressure filters and
discharged to the final effluent holding tank. In the final effluent holding tank, the pH is adjusted with
caustic and sulfuric acid before being discharged to Outfall 002. Typically, the WWTP discharge occurs
two times a week, although it may vary depending on operational requirements. The third tank (Tank 3)
receives water from equipment maintenance and cleaning wastes. The water in this tank is sent to a
small treatment tank. In this tank, the water is mixed with polymers and caustic and then sent to a sludge
pond for metals precipitation.

The capacity of the WWTP is 0.86 MGD. Although, a typical flow rate through the unit is 0.4 MGD, higher
flows are often experienced as a result of inventory buildup, high regeneration waste volumes, or other
periods of high wastewater flows.

Stormwater from drainage area 2 is directed to OWS-1 and OWS-2, then discharged to Outfall 002.
Estimated maximum daily stormwater volume reaching Outfall 002 is 1.45 MG, based on the historical
maximum of 6.79 inches of rainfall in a 24-hour period and the size of the drainage area.

Outfall 003: Outfall 003 receives steam condensate from the fuel heating system, utility water (floor and
equipment drain), occasional fuel oil tanks hydrostatic test water, condensate water, and stormwater.

Periodically, the fuel oil tanks are hydrostatically tested. Each of the ten tanks is tested ever ten to twelve
years. The maximum water volume used for a tank test is 2.1 million gallons. Usually PRASA water is
used for the test.

Approximately 0.01 MGD of miscellaneous utility water is discharged to this outfall via OWS-7. This water
includes miscellaneous cleanup, rinsing, flushing and other minor operations. Although the volume of this
water is not measured, daily use is estimated to be approximately 10,000 gallons.

Approximately 0.05 MGD of condensate from the units 7 and 8 fuel heater condensate cooling tower are
discharged to Outfall 003 through OWS-10.

Stormwater from the Outfall 003 drainage area is directed to OWS-7 and OWS-10. The maximum
stormwater runoff flow to Outfall 003 was estimated to be 3.07 MG, based on a historical maximum of
6.70 inches of rain in a 24-hour period and the size of the drainage area.
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Summary of Permittee and Facility Information

Permittee

Puerto Rico Electric Power Authority (PREPA)

Facility contact, title, phone

Luisette X. Rios Castafier

Environmental Compliance Supervisor

Water Quality Department, Environmental Protection and Quality Assurance Division
Telephone: 787-521-4966

E-mail: I-rios@aeepr.com

Permittee (mailing) address

PO Box 364267, San Juan, PR 00936

Facility (location) address

PR No 28, Puerto Nuevo, PR 00934

Type of facility

Steam Electric Generating Facility
SIC Code: 49117 Electric Services
NAICS Code: 221112 1 Fossil Fuel Electric Power Generation

Pretreatment program N/A
Facility maximum daily flow 749.8 MGD
Facility design flow N/A
Facility classification Major

B. Discharge Points and Receiving Water Information

Wastewater is discharged from Outfall 001, 002 and 003 to the San Juan Bay, a water of the United States.

The draft permit authorizes the discharge from the following discharge point(s):

Outfall Outfall Receiving water name

Outfall Effluent description latitude longitude and classification

units)
units)
001 5-10)
system

systems
- Stormwater runoff

- Non-contact condenser cooling water (all

- Screenwash water (units 7-10)
- Cooling tower basin drain for cleaning (all

- Service water cooling tower blowdown
- Utility water i floor/equipment drains (units

- Condensate water (units 5-10)
- Rejected water from the reverse osmosis

- Backwash water of the new ultrafiltration

18°, 25h48AN 66°, 6h26HW San Juan Bay, Class SC

002
system

- Stormwater runoff

- Wastewater treatment plant effluent
- Steam condensate from fuel line heating

18°, 250 47N 66°, 60 27HW San Juan Bay, Class SC

003 5-8)

hydrostatic test water
- Condensate water
- Stormwater

- Steam condensate from fuel line heating
system (units 7 & 8; service tanks 9 &10)
- Utility water i floor/equipment drains (units

- Reserve and service fuel oil tank

18°, 25h 48AN 66°, 6h 26HW San Juan Bay, Class SC
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As indicated in the Puerto Rico Water Quality Standards (PRWQS) Regulations, the designated uses for Class
SC receiving waters include:

- Primary contact recreation use from the zone subject to the ebb and flow of tides (mean sea level) to 3
miles seaward,

- Secondary contact recreation from 3 miles seaward to 10.35 miles seaward,

- Propagation and preservation of desirable species, including threatened or endangered species.

CWA section 303(d) requires the Commonwealth of Puerto Rico to develop a list of impaired waters, establish
priority rankings for waters on the list, and develop TMDLs for those waters. The San Juan Bay has been
determined to have water quality impairments for one or more of the designated uses as determined by section
303(d) of the CWA. Total maximum daily loads (TMDLSs) have been developed and approved by EPA for fecal
coliforms.

C. Mixing Zone/Dilution Allowance

A mixing zone or dilution allowance has not been authorized for the discharger.

D. Compliance Orders/Consent Decrees

EPA Consent Decree Civil Action No. 93-2527-CCC: This consent decree has been in effect since 1999. The

construction of all projects under Section VI, Part 1, Paragraph 2 of the Consent Decree, regarding PREPA-San
Juan have been completed. PREPA has maintained compliance with all continuous requirements of the CD.

EPA Administrative Compliance Order i Docket No. CWA-02-2010-3119. PREPA received the referenced
Administrative Compliance Order (ACO) on March 2, 2010. PREPA submitted the Compliance Plan requested by
the ACO on March 31, 2010 with a compliance schedule not to exceed 180 days. On October 6, 2010, PREPA
submitted a Compliance Plan Status stating that all the activities were completed on or before September 17,
2010.

E. Summary of Basis for Effluent Limitations and Permit Conditions - General

The effluent limitations and permit conditions in the permit have been developed to ensure compliance with the
following, as applicable:

1) NPDES regulations (40 CFR Part 122)

2) Secondary Treatment Standards (40 CFR 133)

3) Steam Electric Power Generating Facility Effluent Limitation Guidelines (40 CFR Part 423)
4) Puerto Rico Water Quality Standards (May 2016)

5) Clean Water Action 8316(b) regulations (CWA 8316)

PART Il. RATIONALE FOR EFFLUENT LIMITATIONS AND MONITORING REQUIREMENTS

CWA section 301(b) and 40 CFR 122.44(d) require that permits include limitations more stringent than applicable
technology-based requirements where necessary to achieve applicable water quality standards. In addition,

40 CFR 122.44(d)(1)(i) requires that permits include effluent limitations for all pollutants that are or may be
discharged at levels that cause, have the reasonable potential to cause, or contribute to an exceedance of a
water quality criterion, including a narrative criterion. The process for determining reasonable potential and
calculating water quality-based effluent limits (WQBELS) is intended to protect the designated uses of the
receiving water, and achieve applicable water quality criteria. Where reasonable potential has been established
for a pollutant, but there is no numeric criterion for the pollutant, WQBELs must be established using (1) EPA
criteria guidance under CWA section 304(a), supplemented where necessary by other relevant information; (2) an
indicator parameter for the pollutant of concern; or (3) a calculated numeric water quality criterion, such as a
proposed state criterion or policy interpreting the
information, as provided in 40 CFR 122.44(d)(1)(vi).
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The effluent limitations and permit conditions in the permit have been developed to ensure compliance with all
federal and state regulations, including PRWQS. The basis for each limitation or condition is discussed below.

A. Effluent Limitations i Outfall 001

The permit establishes both Technology-based Effluent Limitations (TBELs) and WQBELSs for several pollutants
and the basis for these limitations are discussed below.

1. Dissolved Oxygen. The effluent limitation is based on the water quality criterion for Class SC waters as
specified in Rule 1303.2 of PRWQS, and the WQC.

2. Enterococci. A requirement to monitor and report enterococci has been established in the permit as
specified by the WQC.

3. Flow: An effluent limitation for flow has been established in the permit. Monitoring conditions are applied
pursuant to 40 CFR 122.21(j)(4)(ii) and the WQC.

4. Narrative Effluent Limitations.

a. Color. A narrative effluent limitation for color has been established based on Rule 1303.2 of the
PRWQS and the WQC. As required by the WQC, monitoring for color shall occur at the effluent
and the receiving water body.

b. Oil and Grease. A narrative condition for oil and grease has been established based on Rule
1303.1 of the PRWQS and the WQC.

c. Solids and Other Matter: A narrative condition for solids and other matter has been established
based on Rule 1303.1 of the PRWQS and the WQC.

d. Suspended, Colloidal or Settleable Solids. A narrative condition for suspended, colloidal or
settleable solids has been established based on Rule 1303.1 of the PRWQS and the WQC.

e. Taste and Odor Producing Substances. A narrative effluent limitation for taste and odor
producing substances has been established based on Rule 1303.2 of the PRWQS and the WQC.

5. pH. The effluent limitation for pH is on the water quality criterion for Class SC based on Rule 1303.2 of
the PRWQS and the WQC.

6. Sulfates (SO4). The effluent limitation for sulfates is based on the water quality criterion for Class SC
estuarine waters as specified in Rule 1303.2 of the PRWQS and the WQC.

Temperature. The effluent limitation for temperature is based on the WQC.

8. Temperature, Net. The effluent limitation for the difference between the intake water temperature and the
discharge temperature is based on the WQC.

9. Turbidity. The effluent limitation for turbidity is based on Rule 1303.2 of the PRWQS.

10. Whole Effluent Toxicity (WET): CWA section 101(a) establishes a national policy of restoring and
mai ntaining the chemical, physical and biological
section 101(a)(3) and PRWQS Rule 1303(l) prohibit the discharge of toxic pollutants in toxic amounts.
Federal regulations at 40 CFR 122.44(d) also require that where the permitting authority determines,
through the analysis of site-specific WET data, that a discharge causes, shows a reasonable potential to
cause, or contributes to an excursion above a water quality standard, including a narrative water quality
criterion, the permitting authority must establish effluent limits for WET. To satisfy requirements of the
CWA, its implementing regulations, and the PRWQS, a reasonable potential analysis for WET was
conducted for this discharge.

PRWQS do not provide a numeric criterion for toxicity. Therefore, consistent with the recommendations of
secti on 2. JecthicabSupp&rtDacureent (TSD) for Water Quality-Based Toxics Control (EPA-
505-2-90-001), values of 0.3 acute toxic unit (TUa) and 1.0 chronic toxic unit (TUc) were used to interpret

the narrative water quality criteria for WET established in PRWQS Rule 1303(i). The toxicity data

collected in quarterly in 2008 indicates the test resu
testing limitation have been established in the permit. However, as the existing WET data is over 10 years

old, the permit does establish monitoring requirements and an action level for acute WET to determine
unacceptable toxicity.
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B. Effluent Limitations Summary Table - Outfall Number 001:

NPDES NO. PR0O000698

Effluent limitations

Parameter Units Averaging Highest Existing Interim Final )
. Reported o S L Basis
period 3 limits limits limits
Value
Arsenic ug/l Daily maximum 11 1.4 - - WQBEL
Copper ug/l Daily maximum - 3.1 - - WQBEL
See narrative
Color - Continuous - - - effluent WOQBEL
limitations
Shall not Shall not
Dissolved Oxygen mg/l Continuous 5.9 contain less - contain less WQBEL
than 4.0 than 4.0
. colonies/
Enterococci Monthly average - - - M/R WQBEL
100mgl
colonies/
Monthly average 602 200
. 100ml
Fecal Coliforms - - WQBEL
% canot
" 400 col/100ml 100 20
m3/day ) 3.298x10° 2.839x10°
Flow Continuous 748.8 - WQBEL
MGD 871.3 750
Mercury ug/l Daily maximum 0.008 0.051 - - WQBEL
Nickel ug/l Daily maximum 4.8 8.2 - - WQBEL
. Daily average 10 26 See narrative | WQBEL
Oil & Grease mg/l ] ) - effluent
Daily maximum 15 2.6 limitations
Pentachlorophenol ug/l Daily maximum - Monitor only - - WQBEL
pH SuU Continuous 8.2 7.3-8.5 - 7.3-85 WQBEL
Phenol Daily maximum - Monitor only - - WQBEL
Silver ug/l Daily maximum - 2.0 - - WQBEL
See narrative | WQBEL
Solids and other matter - Continuous - - - effluent
limitations
Sulfates (SO,) mg/l Daily maximum - MR - 2,800 WQBEL
Sulfides (undissociated H,S) ug/l Daily maximum - MR - - WQBEL
Surfactants as MBAS ug/l Daily maximum - MR - - WQBEL
i See narrative
Suspended, C.OHO'daI or - Continuous - - - effluent WQBEL
Settleable Solids L
limitations
. See narrative
lj;;?a?]r;isdor producing - Continuous - - - effluent WQBEL
limitations
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Effluent limitations

Highest

Parameter Units Averaging Existing Interim Final )
. Reported S S L Basis
period 1 limits limits limits
Value

No more than

four days per
; Fo Cont 105.8 103 year the WOBEL

emperature o ontinuous a1 39.4 discharge will Q
exceed 103°F
(39.4°C).

Temperature, Difference Fo 18 18
b_etween intake and o Daily maximum 10 10 WQBEL
discharge
Total Suspended Solids, net mg/l Daily maximum 19 20 WQBEL
Turbidity NTU Daily maximum 4 10 10 WQBEL
Whole Effluent Toxicity, Tua Daily maximum Action level WOQBEL
acute of 0.3
Zinc ug/l Daily maximum 81 85.62 WQBEL
2-Methyl-4,6-Dinitrophenol ug/l Daily maximum Monitor only WQBEL
2,4-Dinitrophenol ug/l Daily maximum Monitor only WQBEL
2,4,6-Trichlorophenol ug/l Daily maximum Monitor only WQBEL

Notes, Footnotes and Abbreviations

Note: Dashes (--) indicate there are no effluent data, no limitations, or no monitoring requirements for this parameter.

17 Wastewater data from DMRs dated October 1, 2012 through September 30, 2017.

C. Effluent Limitations 7 Outfall 002

The permit establishes both Technology-based Effluent Limitations (TBELs) and WQBELSs for several pollutants
and the basis for these limitations are discussed below.

1. Copper. The effluent limitations and compliance schedule for copper is based on Rule 1303.1 of the
PRWQS and the WQC.

Cyanide. The effluent limitation for cyanide is based on Rule 1303.1 of the PRWQS and the WQC.

w

and the WQC.

© N o 0 &

Narrative Effluent Limitations:

Flow. The effluent limitation for flow is based on the WQC.
Lead. The effluent limitation for lead is based on Rule 1303.1 of the PRWQS and the WQC.
Mercury. The effluent limitation for mercury is based on Rule 1303.1 of the PRWQS and the WQC.

Dissolved Oxygen. The effluent limitation for dissolved oxygen is based on Rule 1303.2 of the PRWQS

Enterococci. The monitoring and reporting requirements for enterococci are based on the WQC.

a. Color. A narrative effluent limitation for color has been established based on Rule 1303.2 of
the PRWQS and the WQC. As required by the WQC, monitoring for color shall occur at the
effluent and the receiving water body.

b. Oil and Grease. A narrative condition for oil and grease has been established based on Rule

1303.1 of the PRWQS and the WQC.

c. Solids and Other Matter: A narrative condition for solids and other matter has been
established based on Rule 1303.1 of the PRWQS and the WQC.
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d. Suspended, Colloidal or Settleable Solids. A narrative condition for suspended, colloidal or
settleable solids has been established based on Rule 1303.1 of the PRWQS and the WQC.

e. Taste and Odor Producing Substances. A narrative effluent limitation for taste and odor
producing substances has been established based on Rule 1303.2 of the PRWQS and the
WQC.

Nickel. The effluent limitation and compliance schedule for nickel is based on Rule 1303.1 of the
PRWQS and the WQC.

pH. The effluent limitation for pH are based on Rule 1303.2 of the PRWQS and the WQC.

Selenium. The effluent limitation for selenium is based on the Rule 1303.1 of the PRWQS, the WQC, and
the R2 Anti-backsliding Policy.

Temperature. The effluent limitations for temperature are based on Rule 1303.1 of PRWQS and the
WQC.

Zinc. The effluent limitations for zinc are based on Rule 1303.1 of the PRWQS, the WQC, and the R2
Anti-backsliding Policy.

Whole Effluent Toxicity (WET): CWA section 101(a) establishes a national policy of restoring and

mai ntaining the chemical, physical and biological
section 101(a)(3) and PRWQS Rule 1303(l) prohibit the discharge of toxic pollutants in toxic amounts.
Federal regulations at 40 CFR 122.44(d) also require that where the permitting authority determines,

through the analysis of site-specific WET data, that a discharge causes, shows a reasonable potential to
cause, or contributes to an excursion above a water quality standard, including a narrative water quality
criterion, the permitting authority must establish effluent limits for WET. To satisfy requirements of the

CWA, its implementing regulations, and the PRWQS, a reasonable potential analysis for WET was
conducted for this discharge.

PRWQS do not provide a numeric criterion for toxicity. Therefore, consistent with the recommendations of
section 2. JFechhicabSuppartfDadursent (TSD) for Water Quality-Based Toxics Control (EPA-
505-2-90-001), values of 0.3 acute toxic unit (TUa) and 1.0 chronic toxic unit (TUc) were used to interpret

the narrative water quality criteria for WET established in PRWQS Rule 1303(i). The toxicity data
collected in quarterlyin2008i ndi cates the test results as fipassin
testing limitation have been established in the permit. However, as the existing WET data is over 10 years

old, the permit does establish monitoring requirements and an action level for acute WET to determine
unacceptable toxicity.

D. Effluent Limitations Summary Table i Outfall Number 002:

Effluent limitations
Parameter Units Averaging Highest Existing Interim Final )
. Reported S L o Basis
period 1 limits limits limits
Value
Arsenic ug/l Daily maximum <1 Monitor only WQBEL
See narrative
Color Continuous effluent WQBEL
limitations
Copper ug/l Daily maximum 17 3.1 10 3.73 WQBEL
Cyanide ug/l Daily maximum 1.8 1.0 1.0 WQBEL
Shall not Shall not
Dissolved oxygen mg/l Continuous 5.9 contain less contain less WQBEL
than 4.0 mg/l than 4.0 mg/l
. colonies/
Enterococci Monthly average M/R WQBEL
100mgl
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Effluent limitations
Parameter Units Averaging Highest Existing Interim Final )
. Reported S S L Basis
period 1 limits limits limits
Value
colonies/
Monthly average 09278 200
. 100ml
Fecal Coliforms - - WQBEL
% canot
% 400 col/100ml 100 20
| m3/day - 3.3697
Flow Continuous - - WQBEL
MGD 0.66 0.89 Q
Lead ug/l Daily maximum 16.6 8.1 - 8.52 WQBEL
Mercury ug/l Daily maximum 0.049 0.051 - 0.051 WQBEL
Nickel ug/l Daily maximum 119 8.28 38.6 8.28 WQBEL
See narrative
Oil and Grease mg/l Continuous - - - effluent WQBEL
limitations
Pentachlorophenol ug/l Daily maximum - Monitor only - - WQBEL
pH SuU Continuous 8.5 7.3-8.5 - 7.3-85 WQBEL
Phenol ug/l Daily maximum - Monitor only - - WQBEL
Selenium ug/l Daily maximum <77 71 - 71.1 WQBEL
See narrative | WQBEL
Solids and other matter - Continuous - - - effluent
limitations
Sulfates ug/l Daily maximum - Monitor only - - WQBEL
Surfactants as MBAs ug/l Daily maximum - Monitor only - - WQBEL
. See narrative
Suspended, Colloidal or .
. - Continuous - - - effluent WQBEL
Settleable Solids limitations
. See narrative
Taste and Odor Producing .
Substances - Continuous - - - _ef_flugnt WQBEL
limitations
F° . 95 90 90
Temperature Continuous - WQBEL
(0 35 32.2 32.2
Whole Effluent Toxicity, Tua Daily maximum ) ) ) Action level WOBEL
acute of 0.3
Zinc ug/l Daily maximum 111 81 - 85.62 WQBEL
2-Chlorophenol ug/l Daily maximum - Monitor only - - WQBEL
2,4-Dichlorophenol ug/l Daily maximum 3 Monitor only - - WQBEL
2,4-Dimethyphenol ug/l Daily maximum - Monitor only - - WQBEL
2-Methyl-4,6-Dinitrophenol ug/l Daily maximum - Monitor only - - WQBEL
2,4-Dinitrophenol ug/l Daily maximum - Monitor only - - WQBEL
2,4,6-Trichlorophenol ug/l Daily maximum - Monitor only - - WQBEL

Notes, Footnotes and Abbreviations

Note: Dashes (--) indicate there are no effluent data, no limitations, or no monitoring requirements for this parameter.
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17 Wastewater data from DMRs dated October 1, 2012 through September 30, 2017.

E. Effluent Limitations 7 Outfall 003

The permit establishes both Technology-based Effluent Limitations (TBELs) and WQBELSs for several pollutants
and the basis for these limitations are discussed below.

1. Copper. The effluent limitations and compliance schedule for copper are based on Rule 1303.1 of the
PRWQS and the WQC.

2. Dissolved Oxygen. The effluent limitations for dissolved oxygen are based on Rule 1303.2 of the
PRWQS and the WQC.

Enterococci. The monitoring and reporting requirements for enterococci are based on the WQC.
4, Flow. The flow limitations are based on the WQC.

Lead. The effluent limitations for lead are based on Rule 1303.1 of the PRWQS, the WQC, and the
R2 Anti-backsliding Policy.

6. Nickel. The effluent limitation for nickel is based on Rule 1303.1 of the PRWQS and the WQC.
7. Narrative Effluent Limitations:

a. Color. A narrative effluent limitation for color has been established based on Rule 1303.2 of
the PRWQS and the WQC. As required by the WQC, monitoring for color shall occur at the
effluent and the receiving water body.

b. Oil and Grease. A narrative condition for oil and grease has been established based on Rule
1303.1 of the PRWQS and the WQC.

c. Solids and Other Matter: A narrative condition for solids and other matter has been
established based on Rule 1303.1 of the PRWQS and the WQC.

d. Suspended, Colloidal or Settleable Solids. A narrative condition for suspended, colloidal or
settleable solids has been established based on Rule 1303.1 of the PRWQS and the WQC.

e. Taste and Odor Producing Substances. A narrative effluent limitation for taste and odor
producing substances has been established based on Rule 1303.2 of the PRWQS and the
WQC.

8. pH. The effluent limitation for pH is based on Rule 1303.2 of the PRWS and the WQC.

9. Temperature. The effluent limitation for temperature is based on Rule 1303.1 of the PRWQS and the
WQC.

10. Turbidity. The effluent limitation for turbidity is based on Rule 1303.2 of the PRWQS and the WQC.

11. Whole Effluent Toxicity. CWA section 101(a) establishes a national policy of restoring and
maintaining the chemical, physical and biological integrity of thenat i onés wat er s.
section 101(a)(3) and PRWQS Rule 1303(l) prohibit the discharge of toxic pollutants in toxic amounts.
Federal regulations at 40 CFR 122.44(d) also require that where the permitting authority determines,
through the analysis of site-specific WET data, that a discharge causes, shows a reasonable potential
to cause, or contributes to an excursion above a water quality standard, including a narrative water
quality criterion, the permitting authority must establish effluent limits for WET. To satisfy
requirements of the CWA, its implementing regulations, and the PRWQS, a reasonable potential
analysis for WET was conducted for this discharge.

PRWQS do not provide a numeric criterion for toxicity. Therefore, consistent with the
recommendati ons of s eTedhnical Support BaciBnen (T SDIEfBr AV@ter Quality-
Based Toxics Control (EPA-505-2-90-001), values of 0.3 acute toxic unit (TUa) and 1.0 chronic toxic
unit (TUc) were used to interpret the narrative water quality criteria for WET established in PRWQS
Rule 1303(i). As there is no existing WET data for the facility, the permit establishes monitoring
requirements and an action level for acute WET to determine unacceptable toxicity.

12. Zinc. The effluent limit for zinc is based on Rule 1303.1 of the PRWQC, the WQC, and the R2 Anti-
backsliding Policy.
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F. Effluent Limitations Summary Table i Outfall Number 003:

NPDES NO. PR0O000698

Effluent limitations

Highest

Parameter Units Averaging Existing Interim Final )
. Reported o S L Basis
period 1 limits limits limits
Value
Arsenic ug/l Daily maximum - 1.4 - - WQBEL
See narrative
Color - Continuous - - - effluent WQBEL
limitations
Copper ug/l Daily maximum 17.4 3.1 10 3.73 WQBEL
Shall not Shall not
Dissolved Oxygen mg/l Continuous 5.2 contain less - contain less WQBEL
than 4.0 mg/| than 4.0 mg/l
. colonies/
Enterococci Monthly average - - - M/R WQBEL
100mgl
colonies/
Monthly average 2805 200
. 100ml
Fecal Coliform - - WQBEL
% canot
" 400 col/100ml 100 20
m3/day ) - 1,931 1,931
Flow Continuous - WQBEL
MGD 2.89 0.51 0.51
Lead ug/l Daily maximum 27.6 8.1 - 8.52 WQBEL
Mercury ug/l Daily maximum - Monitor only - - WQBEL
Nickel ug/l Daily maximum 27 8.2 - 8.28 WQBEL
) Daily maximum 6 15 See narrative
Oil and Grease mg/l ; - effluent WQBEL
Daily average 6 10 limitations
Pentachlorophenol ug/I Daily maximum - Monitor only - - WQBEL
pH SuU Continuous 9 7.3-85 - 7.3-85 WQBEL
Phenol ug/l Daily maximum - Monitor only - - WQBEL
Sulfates ug/l Daily maximum - Monitor only - - WQBEL
Sulfides (undissociated H?S) ug/l Daily maximum - Monitor only - - WQBEL
Surfactants as MBAs ug/l Daily maximum - Monitor only - - WQBEL
See narrative
Solids and other matter - Continuous - - - effluent WQBEL
limitations
i See narrative
Suspended, C_oIIO|daI or -- Continuous -- -- -- effluent WQBEL
Settleable Solids L
limitations
i See narrative
Taste and odor producing - Continuous - - - effluent WQBEL
substances L
limitations
F° ) 109.9 90 90
Temperature Continuous - WQBEL
(0 43.3 32.2 32.2
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San Juan
Effluent limitations
Parameter Units Averaging Highest Existing Interim Final )

. Reported S S L Basis

period 1 limits limits limits

Value

Turbidity NTU Daily maximum 6 10 - 10 WQBEL
Whole Effluent Toxicity, Tua Daily maximum Action level WOQBEL

acute of 0.3
Zinc ug/l Daily maximum 120 81 85.62 WQBEL
2-Chlorophenol ug/l Daily maximum Monitor only WQBEL
2,4-dichlorophenol ug/l Daily maximum Monitor only WQBEL
2,4-Dimethylphenol ug/l Daily maximum Monitor only WQBEL
2-Methyl-4,6-Dinitrophenol ug/l Daily maximum Monitor only WQBEL
2,4-Dinitrophenol ug/l Daily maximum Monitor only WQBEL
2,4,6-Trichlorophenol ug/I Daily maximum Monitor only WQBEL

Notes, Footnotes and Abbreviations

Note: Dashes (--) indicate there are no effluent data, no limitations, or no monitoring requirements for this parameter.
17 Wastewater data from DMRs dated October 1, 2012 through September 30, 2017.

E. Effluent Limitations i Internal Outfall IWS 601

The permit establishes both Technology-based Effluent Limitations (TBELs) and WQBELSs for several pollutants
and the basis for these limitations are discussed below.

1.

Appendix B

126 Priority Pollutants. The effluent limitation for the 126 priority pollutants is based on the ELGs at
40 CFR 423.12.

Chlorine, Free Available and Chlorine, Free Residual. The ELGs at 40 CFR 423.13 establish
effluent limitations for free available chlorine and free residual chlorine. However, EPA has not
included effluent limitations for these parameters in the permit because neither chlorine nor water
treatment chemicals are presently added to the condenser once-through cooling water system.
PREPA is required to notify EPA and receive EPA approval prior to the usage of any chlorine or water
treatment chemicals.

Chromium. The ELGs at 40 CFR 423.13 establish effluent limitations for total chromium. However,
EPA has not included effluent limitations for this parameter in the permit because no water treatment
chemicals are used at the facility which contain chromium. PREPA is required to notify EPA and
receive EPA approval prior to the usage of any water treatment chemicals containing chromium.

Flow. The effluent limitation for flow is based on the existing facility operations.
Narrative Effluent Limitations:

a. PCBs. A narrative condition for polychlorinated biphenyl compounds has been established
based on 40 CFR Part 423. There shall be no discharge of PCBs.

pH. The effluent limitation for pH is based on the ELGs at 40 CFR 423.12.

Zinc. The ELGs at 40 CFR 423.12 establish effluent limitations for total zinc. However, EPA has not
included effluent limitations for this parameter in the permit because no water treatment chemicals
are used at the facility which contain zinc. PREPA is required to notify EPA and receive EPA approval
prior to the usage of any water treatment chemicals containing zinc.

13
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F. Effluent Limitations Summary Table i Internal Outfall IWS 601

Effluent limitations
Parameter Units Averaging Highest Existing Interim Final )
. Reported o S L Basis
period 3 limits limits limits
Value
No detectable No detectable
amount amount
126 Priority Pollutants ug/l Daily maximum - except for - except for TBEL
chromium chromium
and zinc and zinc
Daily maximum 0.094 0.5 0.5
Flow MGD ; - TBEL
Daily average - 0.2 0.2
See narrative
PCBs - -- -- -- - effluent TBEL
limitations
pH SuU Continuous 8.8 6.0-9.0 - 6.0-9.0 TBEL

Notes, Footnotes and Abbreviations

Note: Dashes (--) indicate there are no effluent data, no limitations, or no monitoring requirements for this parameter.

17 Wastewater data from DMRs dated October 1, 2012 through September 30, 2017.

E. Effluent Limitations i Internal Outfall IWS 602, 603, 604, 605

The permit establishes both Technology-based Effluent Limitations (TBELs) and WQBELSs for several pollutants
and the basis for these limitations are discussed below.

1.
2.
3.

5.

Flow. The flow limitation is based on the existing facility operations.
Oil and Grease. The effluent limitation for oil and grease is based on the ELGs at 40 CFR 423.12.

Total Suspended Solids. The effluent limitation for total suspended solids is based on the ELGs at
40 CFR 423.12.

Narrative Effluent Limitations:

a. PCBs. A narrative condition for polychlorinated biphenyl compounds has been established
based on 40 CFR Part 423. There shall be no discharge of PCBs.

pH. The effluent limitation for pH is based on the ELGs at 40 CFR 423.12.

F. Effluent Limitations Summary Table i Internal Outfall IWS 602, 603, 604 and 605

Effluent limitations
Parameter Units Averaging Highest Existing Interim Final )
. Reported S S o Basis
period 1 limits limits limits
Value
Flow MGD Daily maximum 0.42 Monitor only - Monitor only TBEL
. Daily maximum 3 20 20
Oil and grease mg/l ; - TBEL
Daily average 3 15 15
) Daily maximum 160 50 50
Total Suspended Solids mg/l ; - TBEL
Daily average 160 30 30

Appendix B
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Effluent limitations

Parameter Units Averaging Highest Existing Interim Final )
. Reported S S L Basis

period 1 limits limits limits

Value

See narrative
PCBs - -- -- -- - effluent TBEL

limitations
pH SU Continuous 8.1 6.0-9.0 - 6.0-9.0 TBEL

Notes, Footnotes and Abbreviations

Note: Dashes (--) indicate there are no effluent data, no limitations, or no monitoring requirements for this parameter.

17 Wastewater data from DMRs dated October 1, 2012 through September 30, 2017.

G. Monitoring Requirements

NPDES regulations at 40 CFR 122.48 require that all permits specify requirements for recording and reporting
monitoring results. The Part Il of the Permit establishes monitoring and reporting requirements to implement
federal and state requirements. The following provides the rationale for the monitoring and reporting requirements
for this facility.

1. Influent Monitoring Requirements
This facility is subject to temperature monitoring requirements are the intake.
2. Effluent Monitoring Requirements

Effluent monitoring frequency and sample type have been established in accordance with the
requirements of 40CFR 122. 44 (i ) and r e c o mme n dCarsistentwith 40 GFR P&tAL86s
monitoring data for toxic metals must be expressed as total recoverable metal. Internal monitoring
limitations are established in the permit and describe above.

H. Compliance with Federal Anti-Bac ksl i di ng Requirement s-Degradation Paicyt o

Federal regulations at 40 CFR 131.12 require that state water quality standards include an anti-degradation policy
consistent with the federal policy. The discharge is consistent with the anti-degradation provision of 40 CFR
131.12, 72 Federal Register 238 (December 12, 2007, pages 70517-70526) a n d  E @rBi-degradation Policy
Implementation Procedure in Attachment A of PRWQS. In addition, CWA sections 402(0)(2) and 303(d)(4) and
federal regulations at 40 CFR 122.44(1) prohibit backsliding in NPDES permits. Further, the Region 2
Antibacksliding Policy provides guidance regarding relaxation of effluent limitations based on water quality for
Puerto Rico NPDES permits. These anti-backsliding provisions require effluent limitations in a reissued permit to
be as stringent as those in the previous permit with some exceptions where limitations may be relaxed. The
effluent limitations in the permit are at least as stringent as the effluent limitation in the existing permit, with the
exception of the effluent limitations listed below. The effluent limitations for these pollutants are less stringent than
those in the existing permit.. This relaxation of effluent limitations is consistent with the anti-backsliding
reqguirements of CWA section 401( 0) ;backsidingCHolRy dated2Augtist 10] ) ,
1993, and Pue-Déegmdativn obicy Implefnentation Procedure established in PRWQS.

Outfall 001.

Arsenic, Copper, Fecal Coliforms, Mercury, Nickel, Silver,Zinc.PR EQB6s anal ys
existing effluent data did not indicate reasonable potential and that an effluent limitation is not
needed to ensure that applicable water quality standards are met in the receiving water. This new
information is sufficient basis to relax these requirements based on the R2 Anti-backsliding

Policy.

Oil and Grease, Total Suspended Solids. The numeric oil and grease and total suspended
solids effluent limitations have been removed from Outfall 001 because the narrative oil and
grease and total suspended solids effluent limitations are sufficient to ensure compliance with
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applicable water quality standards. This is a sufficient basis to remove the numeric effluent
limitations based on the R2 Anti-backsliding Policy.

Pentacholorphenol, Phenol, Sulfide (undisassociated H.S), Surfactants as MBAs, 2-Methyl-
4,6-Dinitrophenol, 2,4-Dinitrophenol, 2,4,6-Trichlorophenol. PR EQB&s anal ysi s
effluent data did not indicate reasonable potential. Additionally, some these monitoring

requirements were based on guidance that is now outdated. This new information is sufficient

basis to remove the monitoring requirements for these parameters based on the R2 Anti-

backsliding Policy.

Outfall 002.

2-Chlorophenol, 2,4-Dichlorophenol, 2,4-Dimethyphenol, 2-Methyl-4,6-Dinitrophenol, 2,4-
Dinitrophenol, 2,4,6-Trichlorophenol, Arsenic, Pentachlorophenol, Phenol, Sulfates,
Surfactants as MBAs.PR E QB 6 s a heekistirgyiefuend data tid not indicate
reasonable potential. Additionally, some of these monitoring requirements were based on
guidance that is now outdated. This new information is sufficient basis to remove the monitoring
requirements for these parameters based on the R2 Anti-backsliding Policy.

Fecal Coliforms.PR EQB6s analysis of the existing eff]l
potential and that an effluent limitation is not needed to ensure that applicable water quality

standards are met in the receiving water. This new information is sufficient basis to relax these
requirements based on the R2 Anti-backsliding Policy.

Selenium. P R E Qdahalysis of the existing effluent quality did not indicate reasonable potential
for selenium. As such, an effluent limitation based on Rule 1303.1 of the PRWQS is sufficient to
ensure that water quality standards are met. This new information, under the R2 Anti-backsliding
Policy is the basis for establishing an effluent limitation of 71.14 ug/l, rather than the 71.0 ug/l
effluent limitation established in the previous permit.

Zinc. P R E Qahalysis of the existing effluent quality did not indicate reasonable potential for
zinc. As such, an effluent limitation based on Rule 1303.1 of the PRWQS is sufficient to ensure
that water quality standards are met. The new information, under the R2 Anti-backsliding Policy,
is the basis for establishing an effluent limitation of 85.62 ug/I, rather than the 81.00 ug/l effluent
limitation established in the previous permit.

Outfall 003.

Appendix B

2-Chlorophenol, 2,4-dichlorophenol, 2,4-Dimethylphenol, 2-Methyl-4,6-Dinitrophenol, 2,4-
Dinitrophenol, 2,4,6-Trichlorophenol, Pentachlorophenol, Phenol, Sulfates, Sulfide
(undissociated H,S), Surfactants as MBAs.PR EQBO s an aligtigiefluend data tich e e
not indicate reasonable potential. Additionally, some of these monitoring requirements were

based on guidance that is now outdated. This new information is sufficient basis to remove the
monitoring requirements for these parameters based on the R2 Anti-backsliding Policy.

Arsenic, Fecal Coliforms, Mercury.PR EQB&6s analysis of the exi stji

indicate reasonable potential and that an effluent limitation is not needed to ensure that
applicable water quality standards are met in the receiving water. This new information is
sufficient basis to relax these requirements based on the R2 Anti-backsliding Policy.

Lead. An analysis of the existing effluent quality did not indicate reasonable potential for lead. As
such, an effluent limitation based on Rule 1303.1 of the PRWQS is sufficient to ensure that water
guality standards are met. The new information, under the R2 Anti-backsliding Policy, is the basis
for establishing an effluent limitation of 8.52 ug/l, rather than the 8.1 ug/I effluent limitation
established in the previous permit.

Oil and Grease. The numeric oil and grease effluent limitation has been removed from Outfall
001 because the narrative oil and grease effluent limitations is sufficient to ensure compliance
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with applicable water quality standards. This is a sufficient basis to remove the numeric effluent
limitations based on the R2 Anti-backsliding Policy.

Zinc,PR EQB&s analysis of the existing effluent
zinc. As such, an effluent limitation based on Rule 1303.1 of the PRWQS is sufficient to ensure
that water quality standards are met. The new information, under the R2 Anti-backsliding Policy,

is the basis for establishing an effluent limitation of 85.62 ug/Il, rather than the 81.00 ug/l effluent
limitation established in the previous permit.

PART Ill. RATIONALE FOR STANDARD AND SPECIAL CONDITIONS

A. Standard Conditions

In accordance with 40 CFR 122.41, standard conditions that apply to all NPDES permits have been incorporated
by reference in Part IV.A.1 of the permit and expressly in Attachment B of the permit. The Permittee must comply
with all standard conditions and with those additional conditions that are applicable to specified categories of
permits under 40 CFR 122.42 and specified in Part IV.A.2 of the Permit.

B. Special Conditions

In accordance with 40 CFR 122.42 and other regulations cited below, special conditions have been incorporated
into the permit. This section addresses the justification for special studies, additional monitoring requirements,
Best Management Practices, Compliance Schedules, and/or special provisions for POTWs as needed. The
special conditions for this facility are as follows:

1. Special Conditions from the Water Quality Certificate

In accordance with 40 CFR 124.55, EPA has established Special Conditions from the WQC in the permit
that EQB determined were necessary to meet PRWQS. The Special Conditions established in this
section are only those conditions from the WQC that have not been established in other parts of the
permit.

2. Best Management Practices (BMP) Plan

The Permittee is not required to develop a BMP Plan in the permit on the basis of 40 CFR 122.2 and
122.44(k).

3. Stormwater Pollution Prevention Plan (SWPPP)

The permittee must develop and implement a Storm Water Pollution Prevention Plan (SWPPP) This plan
shall be developed to prevent or minimize the potential for release of pollutants to the waters of the
United States through plant site runoff, spillage or leaks, sludge or waste disposal, or drainage from
material sludge. The Plan shall be prepared in accordance with good engineering practice. The permittee
must implement all provisions of the Plan as a condition of the NPDES permit.

4. Compliance Schedules

The Permitteed sffluent data indicate that the facility might not be able to consistently comply with the
final effluent limitation for copper and nickel at Outfall 002 and for copper at Outfall 003 and for therefore,
a schedule of compliance has been authorized in the permit in accordance with 40 CFR 122.47 the WQC,
which includes interim deadlines for progress or reports of progress toward compliance with the
conditions of the permit.

The compliance schedule for Outfall 002 establishes an interim effluent limitation for EDP+3 years for
copper and nickel. At EDP+3 years+ 1 day, the final effluent limitations are effective. The compliance
schedule for Outfall 003 establishes an interim effluent limitation for EDP +3 years for copper. At EDP+3
years+ 1 day, the final effluent limitations are effective. This schedule is provided in consideration of the
time it would require for the Permittee to undertake steps needed to modify or install treatment facilities,
operations, or other required measures.

5. CWA 316(b) Determination Preliminary Assessment of Best Technology Available (BTA)
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The CWA 316(b) preliminary assessment of Best Technology Available is included in Appendix B. The
permit includes a schedule of submittals in compliance with the Clean Water Act §316(b) Existing
Facilities Final Rulemaking, 40 CFR 125.94.

6. Chemical Usage

The permittee is permitted to use chemicals to control biofouling in the service cooling towers, or for fire
protection foam, provided that they meet the following conditions:

a. The discharge shall not cause a violation of any permit limit or cause or contribute to an exceedance
of any applicable water quality standard for the receiving water.

b. Notification to the EPA of the optimum product dosage necessary to ensure no deleterious effects to
the effluent aquatic toxicity. PREPA shall also document that adequate process controls are in place
to ensure that excessive levels of the chemical products are not subsequently discharged.

c. The EPA may request that PREPA perform toxicity testing of the outfall discharges, or pilot test waste
streams, to ensure that the use of chemicals does not contribute to effluent toxicity.

d. The EPA has prohibited the discharge of plastic pellets or rockets utilized in Condenser Cleaning
Systems.

e. The EPA has included a requirement that PREPA use best management practices to prevent and
minimize any discharges of fire protection foam.

f. The EPA has included a procedure for pilot testing of materials and chemicals to ensure that permit
limitations are met at all times.

The EPA recommends the following pollution prevention practices during future chemical usage pilot
tests:

A Utilize alternative firefighting foam products that exhibit high biodegradability, and that do not
contain flourosurfactants;

A Conduct pilot tests in bermed areas away from storm drain inlets, drainage facilities or water
bodies;

A Configure the discharge area with a sump to allow collection and disposal of foam to the sanitary
sewer system; and

A Discharge foam waste to a sanitary sewer to the maximum extent practicable.

PART IV. COMPAIANCE WITH APPLICABLE PROVISIONS OF OTHER FEDERAL LAWS OR
EXECUTIVE ORDERS

A. Coastal Zone Management Act

Under 40 CFR 122.49(d), and in accordance with the Coastal Zone Management Act of 1972, as amended,

16 United States Code (U.S.C.) 1451 et seq. section 307(c) of the act and its implementing regulations (15 CFR
Part 930), EPA may not issue an NPDES permit that affects land or water use in the coastal zone until the
Permittee certifies that the proposed activity complies with the Coastal Zone Management Program in Puerto
Rico, and that the discharge is certified by the Commonwealth of Puerto Rico to be consistent with the
Commonwealth's Coastal Zone Management Program. The Puerto Rico Planning Board issued a determination,
dated January 18, 2000, that the discharge is consistent with the Puerto Rico Coastal Management Program. As
this activity has been permitted in the past, a reopener clause has been established that allows the permit to be
modified or revoked based on a consistency determination requested by the permittee as part of this renewal
process.
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B. Endangered Species Act

Under 40 CFR 122.49(c), EPA is required pursuant to section 7 of the Endangered Species Act (ESA), 16 U.S.C.
1531 et seq. and its implementing regulations (50 CFR Part 402) to ensure, in consultation with the National
Marine Fisheries Service (NMFS) and U.S. Fish and Wildlife Service (USFWS) that the discharge authorized by
the permit is not likely to jeopardize the continued existence of any endangered or threatened species or
adversely affect its critical habitat.

The ESA requires the Regional Administrator to ensure, in consultation with the Secretary of the Interior or
Commerce, that any action authorized by EPA is not likely to jeopardize the continued existence of any
endangered or threatened species or adversely affect its critical habitat.

In a May 2000 memo to the Regions, EPA Headquarters provided guidance to the Regions in making a
determination as to whether a final permit may be issued while waiting for consultation to be concluded. As part of
this permit action, if consultation has not been completed by final permit issuance and EPA has concluded that
permit issuance is consistent with section 7 prior to the conclusion of consultation, EPA will re-issue the final
permit before consultation is concluded and will document this decision in the Administrative Record. At the time
consultation is completed, EPA may decide that changes to the permit are warranted after permit issuance based
on the results of the consultation. Therefore, a reopener provision to this effect has been included in the Permit
Part IV.A.1.b. EPA initiated the consultation on

C. Environmental Justice

EPA has performed an Environmental Justice (EJ) Analysis for the discharge in accordance with Executive Order
12898, Federal Actions to Address Environmental Justice in Minority Population and Low-Income Populations,
and EPAOG6s Pl aisth&right t2 8 saié,.healthy, productive and sustainable environment for all, where
Afenvironmento is considered in its totality to includge
economic environments. In the NPDES permitting program, the public participation process provides opportunities
to address EJ concerns by providing appropriate avenues for public participation, seeking out and facilitating
involvement of those potentially affected, and including public notices in more than one language where
appropriate. The facility is in an area characterized as a Community of Concern and therefore is subject to the EJ
requirements. As a result, the EPA has taken steps to minimize the impacts on the Community of Concern
affected by the discharge. These steps include:

1) providing public notice in both English and Spanish of the availability of the draft permit for public
comment,

2) ensuring that all supporting documents will be available in a repository at the EPA Caribbean
Environmental Protection Division in San Juan, Puerto Rico,

3) If a public hearing is held, bi-lingual EPA staff will be made available to meet with the community before
and after the public meeting,

4) If determined necessary, EPA will have simultaneous translation at the public hearing and public
availability session to facility the participation of both English and Spanish speaking participants.

EPA is committed to taking all necessary actions to minimize potential adverse effects on San Juan from the San
Juan Power Plant. A detailed discussion of the EJ Analysis is provided in the Administrative Record and is
available for review upon request.

D. National Historic Preservation Act

Under 40 CFR 122.49(b), EPA is required to assess the impact of the discharge authorized by the permit on any
properties listed or eligible for listing in the National Register of Historic Places (NRHP) and mitigate any adverse
effects when necessary in accordance with the National Historic Preservation Act, 16 U.S.C. 470 etseq. EP A6 s
analysis indicates that no soil disturbing or construction-related activities are being authorized by approval of this
permit; accordingly, adverse effects to resources on or eligible for inclusion in the NHRP are not anticipated as
part of this permitted action.

E. Magnuson-Stevens Fishery Conservation and Management Act

Under 40 CFR 122.49, EPA is required to ensure that the discharge authorized by the permit will not adversely
affect Essential Fish Habitat (EFH) as specified in section 305(b)(2) of the Magnuson-Stevens Fishery
Conservation and Management Act (MSFCMA), 16 U.S.C. 1801 et seq. EPA is currently in the process of
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initiating a discussion/consultation with National Marine Fisheries Service regarding this permit action. Therefore,
a reopener provision to this effect has been included in Part 1.C.4 and 5 of the draft NPDES permit.

PART V. PUBLIC PARTICIPATION

The procedures for reaching a final decision on the draft permit are set forth in 40 CFR Part 124 and are
described in the public notice for the draft permit, which is published in El Vocero. Included in the public notice
are requirements for the submission of comments by a specified date, procedures for requesting a hearing and
the nature of the hearing, and other procedures for participation in the final agency decision. EPA will consider
and respond in writing to all significant comments received during the public comment period in reaching a final
decision on the draft permit. Requests for information or questions regarding the draft permit should be directed to

Sieglinde Pylypchuk

EPA Region 2, Clean Water Division

Permit Writer Phone: 212-637-4133

Permit Writer Email: pylypchuk.sieglinde @epa.gov

A copy of the draft permit i &ttpsa/inswepaagevinpdesapbrinies/puerto-rideP A6 s
npdes-permits
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Puerto Rico Electric and Power Authority NPDES NO. PR0O000698

San Juan

ATTACHMENT A 8 FACILITY MAP AND FLOW SCHEMATIC

The facility map and flow schematic are attached as provided by the discharger in the application.
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A facility map identifying monitoring locations, as provided by the discharger, is attached.
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Puerto Rico Electric and Power Authority NPDES NO. PR0O000698
San Juan

ATTACHMENT B & CWA 316(B) PRELIMINARY ASSESSMENT OF BEST TECHNOLOGY
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Introduction

To meet Clean Water Act (CWA) section 316(b) requirements, a facility must employ cooling water intake
structures(CW { a0 GKFdG aNBFfSOG GKS . Sad ¢SOKyz2ftz238 | @I )
impact." The San Juan Power Plant (SJPP), a 468 MW combined cycle power plant discharging to San Juan £
owned by the Puerto Rico Electric Power Authority (PREP#Ybject to the Existing Facility Rule, which
establishes BTA requirements that the facility must achieve. This document provides a preliminary assessmer
2F O2YLIX ALFLYOS G {Wtt Ay adzZR2 NI 27F (KS t@nfakeraBPy Y 3
determination for this facility.

This document complements the draft permit language and decision document that will accompany the draft
National Pollutant Discharge Elimination System (NPDES) permit for SJPP. Through the permit and its
requirements, SJPP will submit several documents that will inform the BTA determination. Using currently
available information, this document makes a preliminary assessment of BTA, but ultimately EPA Region Il wi
be the arbiter of what constitutes BTA. Additally, subsequently submitted information may alter the analysis
herein.

Intake and Unit History

Units 1 through 4 (20 MW each) were constructed in 1950, including an intake tunnel located between the two
cargo warehouses and about 400 ft northeast offallt001. When the original Units 5 and 6 (44 MW each) were
constructed, the Unit ¥4 intake tunnel downstream of the traveling screens was extended to serve these units
as well. When Units 7 and 8 (100 MW each) were constructed, a new intake and tuenelsomstructed about

500 ft northeast of the original Unit-4 intake. At a point downstream of the new traveling screens, the intake
tunnel for Units 7 and 8 was connected to the end of the existing Uiiintake tunnel at Unit 6. When Units 1

4 were ermanently retired and demolished in the 1970s, their intake structure and tunnel were closed. Units 5
and 6 then received cooling water from the Unit 7 and 8 intake and traveling screens. When Units 9 and 10 we
constructed, a separate intake and tunmélsimilar design to the Unit 7 and 8 intake was constructed about 300
ft southwest of outfall 001, located on the other side of a pier that extends about 400 ft out into the Bay which
provides a physical barrier that minimizes recirculation of the oudfall thermal discharge. The original Units 5
and 6 were deactivated in 1996. These units were repowered in 2008 as combined cycle with a total steam
generating capacity that increased from 88 MW to of 134 MW and a total combined cycle generating cdpacity
ncy a2® b2dS GKIFIG GKS a/2yaz2t ARFGSR 9b{w mddr { Wt
for Units 1 through 6 is closed off and not in operation but will be reopened to accommodate repowered Units
and 61 However, more recent documén(PREPA 2011) indicate that this has not happened and that the
current and planned configuration is that Units 5 and 6 receive intake water through the Unit 7 and &intake.
DAGSY G(KIG GKS AyGF1S LINBOA2dzt & ves Bnlsysthfodgh & fis report {1 K

gAtt NBFSNI G2 GKAa Aydlr{({8 Fa GKS a!yAada p GKNRBRAAK

Intake Technology

The Units 5 through 8 intake structures and tunnels consist of one coarse bar trash rack in front of each tunne
two 400 ft long rectangulaunnels; four Beaudrey dual flow screens, pump wells and circulating water pumps.

! This indicates that the closed intake and tunnel for Units 1-4 remain available as a future intake or as a passageway for installation of fish
return conduits.

2 This change may be due to the fact that Units 5 and 6 were repowered as combined cycle units and therefore used less water than
anticipated in 1997.
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The dual flow vertical traveling screens consist of a screen structure with the faces of the screen turned paralle
to the approach flow. Traveling screens use smooth wirghmganels and are cleaned by a high pressure spray
wash. The fish and debris laden spray wash waster for the Units 5, 6, 7, and 8 intake screens flows into a trough
and is passed through a fixed trash rack (i.e., a vertical grate with aboin@i4dvide fot openings) where
most debris and impinged organisms are captured and periodically removed manually. After passing through the
fixed trash rack, the wash water is then discharged back to the intake channel in front of the traveling screens
There is noridication that removed fish are returned to the Bay. Traveling screens are rotated continuously. The
fish and debris laden spray wash water for the Units 9 and 10 intake screens is passed through a flat grate,
having approximately 4¥fch slotted openingsyhere most debris and impinged organisms are captured and

periodically removed manually. After passing through the flat grate, the wash water is then discharged into the
combined cooling water discharge tunnel which discharges into San Juan Bay throtajhODLtThe Units 9
and 10 intake structure and tunnel design is similar to that of Units 7 and 8. Exhibit 1 presents a summary of the
design data and distinguishing characteristics of each intake.

Exhibit 1. Design Data for the Two Cooling Water Intake Systems
Units 5 through 8 Intake Units 9 and 10 Intake
Baffle at Intake None Extends 2 ft from water surface
Bar Racks 0.5 in. wide; spaced 5 in. center to centd 0.5 in. wide; spaced 5 in. center to cente
Tunnel lengths (ft) 510 600
Traveling Scree Type Dual flow; double entry/single exit Dual flow; double entry/single exit
Screen Mesh Size 3/8-in Yxin
Number of Screens 4 4
Screen size(sprocket to sprocket) 8.3 ft wide by 34 ft tall 4 ft wide by 29.25 ft tall
Screen Wetted Depth at MSL Not Povided 14.25 ft
Screen Wash Pump Capacity 580/ 1,160 gpm 236 /944 gpm
Each/Total 0.84/1.67 mgd 0.34/1.36 mgd
Screen Wash Water Destination Screen inlet Outfall 001 tunnel
Design Intake Flow 446.4 mgd 303.8 mgd
aTunnel length is from intake toumps.
bScreen width provided is the width of the screen unit parallel to the screen. Total screen width available for screening
twice the value shown.

¢Does not include screen wash water which is returned to screen inlet.

Cooling water is withdrawfrom the Bahia de Puerto Nuevo section of San Juan Bay. Figure 2 provides a
location map as provided by PREPA. Units 7, 8, 9, and 10 each is served by a single fixed speed pump with a
design cooling water flow of 105,000 gpm (151.2 MGD) and Units 5 eachtis served by a single fixed speed
pump with a design cooling water flow of 50,000 gpm (72 MGD). Each pair of units (5 and 6, 7 and 8, 9 and 1(
share a single spare pump.

~—
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Exhibit 2. San Juan Power Plant Location Map
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2. BTA for Impingement Mortality (1IM)

This section includes a description of the BTA for Impingement Mortality (IM) and compliance alternatives.

How BTA for IM is Determined
Under the Existing Facility Rule, a facility subject to the rule must select one of the seven compliance
alternatives for impingement mortality described at 40 CFR 125.94(c) and listed below:

3. Operate a closedycle recirculating system as defined at § 125.92.
Operate a cooling water intake structure that has a maximum threagghen design intake velocity of
0.5 feetper second (fps).
Operate a cooling water intake structure that has a maximum threagreen intake velocity of 0.5 fps.
Operate an offshore velocity cap as defined at § 125.92 that is installed before effective date of the rule.
Operate a modified travelg screen that the Director determines meets the definition 428.92.
Operate any other combination of technologies, management practices and operational measures that
the Director determines is the best technology available for impingement reduction.

9. Achieve the specified impingement mortality performance standard.
Under the compliance schedule set forth in this permit, SJPP will develop and submit the appropriate
information related to compliance with impingement mortality requirements. Included @sérsubmittals is a
document in which SIPP will select its preferred approach for achieving compliance with the impingement
mortality requirements (see § 122.21(r)(6)). Once a BTA determination has been reached by EPA Region I, SJPP
would be required tornplement this approach; these requirements could include the installation of new
technologies, adjustments to existing technologies, or other activities. Consistent with the Existing Facility Rule

»
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the compliance deadlines for impingement mortality andraimiment have been synchronized; requirements
for both will go into effect after EPA Region Il reaches a BTA determination for entraifiment.

Preliminary Review

For impingement mortality, the current configuration at SJPP does not meet BTA as definedERisting

Facility Rule. SJPP will be required to select one of seven compliance alternatives, which are reviewed in this
document along with a preliminary, predictive assessment of BTA. This section reviews the technological and
biological aspects of detmining BTA.

Technology

The existing traveling screens include few of the features of the modified traveling screen technology that is
considered BTA technology for impingement mortality under alternative 5 listed above. While the screens are
rotated conthuously and contain smooth wire mesh, there is no indication that they include collection buckets
designed to minimize turbulence, nor do they use a low pressure spray wash to gently remove fish. More
importantly, impinged fish are not returned to the seerwater.

For the final rule, EPA defined entrainment mortality as the death of those organisms passing through a sieve
with a maximum opening dimension of 0.56 inchd@he traveling screens for Units 9 and 10 use a slightly
smaller % inch square meshesizith a maximum opening dimension of 0.35 inches. Thus, a small portion of
entrainable organisms, as defined by EPA, may be converted to impinged organisms at the Units 9 and 10
traveling screens However, entrainment reduction benefits for this smalhgmonent cannot be assigned unless

a functional fish return is installed that returns fish to the source water rather than the outfall 001 discharge
tunnel. SJIPP estimates that use of ¥ in screens may reduce entrainment by 2.5% based on the size and
distribution of larvae (URS 2008), but such a reduction can only be accepted if impinged fish are safely return
the source water.

As discussed in section 3.5.1.1, the facility employs clogel@d cooling for a small volume of cooling water that
is estimated ¢ be equivalent to approximately 2.3% of the total cooling water flow volume.

Biology

Historical fish community surveys in the vicinity of SJPP have not been conducted; however, several studies h
been completed in San Juan Bay and adjacent tributafiesimonlyencountered fishes in the western portion

of the bay include: Megalops atlantica (tarpon), Lebistes reticulatus (guppy), Lepomis macrochirus (bluegill),
Elops saurus (ladyfish), Eleotris pisonis (spinycheek sleeper), and Ictalurus punctatusl (cdish) (Stoner

and Goenaga 1987). Raytheon (1997) surveyed adult fish in the SJPP study area from November 1993 throug
December 1994 and collected a total of 38 taxa. Dominant species varied by area and collection method but
included whitemouth croadr (Micropogonias furnieri), thread herring (Opisthonema oglinum), Atlantic
anchoveta (Cetengraulis edentulus), and Guachanche barracuda (Sphyraena guachancho).

3 This synchronization prevents a facility from implementing a given impingement mortality option, only to discover a few years later that
entrainment requirements are also needed and an entirely different approach would have been more appropriate. Synchronization might
delay selection and implementation of technologies for compliance with the impingement mortality requirements.

4 The value of 0.56 inches is the diagonal dimension of 3/8 inches square mesh. EPA also considered % inch by ¥ inch (diagonal 0.53 inch)
as performing similar to 3/8 inches square mesh.

5 This may be just a small portion, as many of the entrainable organisms consist of fish larvae and eggs that are too small to be captured on a
Y. inch screen. Those entrainable juvenile fish and crustacean that are impinged might also be less fragile and more amenable to surviving
impingement than larvae and eggs.
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Commercially and recreationally important species occur in San Juan Bay, but data docunhentzighes,
particularly for recreational species, are lacking. Cummings and Meacasballo (2004) found that commercial
landings of grunts (Haemulidae), snappers (Lutjanidae), and spiny lobsters totaled over one million pounds in
2003 and, in the case spiny lobsters, had a value of 1.3 million dollars for Puerto Rico. Recreational species,

such as mojarras, checkered puffers, and crabs (Callinectes spp.) are commonly taken by anglers (USEPA 20

Other species, including jacks (Carangidae), croaeiagnidae), snook, and tarpon also inhabit the bay but are
generally found in lower abundances (Raytheon 1997).

Nine species listed as rare, threatened, or endangered by the federal government (US Fish and Wildlife Servig

or the Commonwealth are knowm toccur in the San Juan Bay estuary (Exhibit 3). West Indian manatee
(Trichechus manatus manatus) and sea turtles (leatherback sea turtle [Dermochelys coriacea], hawksbill sea
turtle [Eretmochelys imbricata and green sea turtle [Chelonia mydas]; ViceB&] &8 the most likely species

to come in contact with the SJPP intake; however, the lack of adequate habitat in the area, particularly
seagrasses and macroalage, likely limits occurrences to occasional transient individuals. Studies by National
Marine Fsheries Service, Raytheon, and PREPA between 1993 and 1995 confirm the absence of sea turtles and

manatees at the SJPP intake (ENSR 1997a).

Exhibit 3. Threatened and endangered species in the vicinity of the San Juan Power Plant
_ ‘Scientific Name Common Name . | Status*®

Trichechus manatus manarus West indian Manatee FE,CE
Caretta caretta Loggerhead Turtie FT,CE
Chelonia mydas Green Turtle B FT
Dermochelys coriacea Leatherback Turtie FE,CE
Eretmochelys imbricata Hawksbill Turtle FE,CE
Lepidochelys olivacea Olive Ridley Turtle FT,CE

Sterna dougallil Roseate Tern FE,CE

Falco peregrinus Peregrine Falcon FT,CE
Agelaius xanthomus Yellow-Shouidered Blackbird FE,CE
Sterna antillarum ) Least Tern CT
Dendrocygna arborea West Indian Whistling Duck CcT
Nomonyx dominicus Masked Duck CcT

Fulica caribaea Caribbean Coot cT
Charadrius alexandrinus Snowy Plover CT

Oxyura Jamaicensis Ruddy Duck CT

*FE- Federal endangered; FT-Federal threatened; CE-Commonwealth endangered; CT-Commonwealth threatened

t wot! OA0SE @ARSINIAIFHEIOA GE RSIANI RFGA2YE AY { Iy wWdz

including dredging maintenance, in Puerto Nuevo Bay contributes to a diminished fish community in the vicinit
of SJPP. As a result, they conclude that few taxa are dildegp impingement at SJPP and refer to the 2007
study, where only 25 of the 65 taxa documented in the vicinity of SIPP were impinged. However, studies notin
degraded water quality conditions in San Juan Bay are limited to historic data in PREQBV(@89&cently,

P{9t! OS6HnnTO0 NI}YGSR GKS 2@0SNIftf 41 GSNIljdz- £t AGe Ay {
FeQa 61 GSNINIGSR a aD22Ré YR cn LISNOSyid NIGSR

acknowledges a lack of fishramunity data and notes that the most recent survey of fishes was conducted in
19931994 (see Raytheon 1997).
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Historic Data
Historic evaluations of impingement mortality are limited to a 1:8¥3study conducted by Raytheon (1997). A
summary of the studysipresented below.

Impingement sampling occurred over a-Bdur period (three &our intervals) during six events in December
Mpdo YR CSo6NHzZ NB S ! LINAR f-Bch Wesly rietivad uded tivaolieEt impidgéd® 6 S NJ N
invertebrates and fishes, wth were subsequently identified and enumerated.

The total number of fish impinged comprised 23 species from 13 phyla and ranged from 1/day (December 199
to 51/day (April 1994) (Exhibit 4). Engrualidae and Gerreidae were the most commonly impingéxs fanall
were represented by Anchoa parva (little anchovy) and Anchoviella sp. and Diapterus rhombeus (rhomboid
mojarra) and Eucinostomus argenteus (silver mojarra), respectively.

Exhibit 4. Taxonomy of Marine Fish from Impingements at San Juan, December 1993 to
October 1994
Number per Day
Phyla Taxa Common Name | Dec-93 | Feb-94 | Apr-94 | Jun-94 | Aug-94 | Oct-94 | Average
Acanthuridae Acanthurus sp. Doctorfish 0 0 1 0 0 0 0.17
Albulidae Albula vulpes (leptocephalus) |Bonefish 0 2 3 0 0 0 0.83
Bothidae Citharichthys sp. Left-eye flounder 0 0 1 0 0 0 0.17
Carangidae Caranx sp. 0 0 0 1 0 0 0.17
Selene vomer 0 0 0 1 0 0 0.17
Clupeidae Chirocentrodon bleekerianus  |Dogtooth herring 0 6 2 0 0 0 1.33
Engraulidae Anchoa hepsetus 0 4 0 0 0 0 0.67
Anchoa parva Little anchovy 0 12 8 1 1 1 3.83
Anchoviella sp. Anchovy 0 12 13 0 0 0 417
Gerreidae Diapterus rhombeus Rhomboid mojarra 0 0 1 2 4 3 1.67
Eucinostomus argenteus Silver mojarra 0 0 12 0 0 1 217
Eucinostomus rhombeus 0 0 0 1 0 0 0.17
Gerres cinereus 0 0 0 0 0 1 0.17
Gobiidae Bathygobius soporator 0 0 0 0 0 1 0.17
Dormitator maculatus Fat sleeper 0 0 1 0 0 0 0.17
Gobiidae Gobiid post larva 0 2 5 0 0 0 1.17
Ophichthidae Myrophis punctatus Speckled worm eel 1 0 0 0 0 1 0.33
Sparidae Archosargus rhomboidalis 0 0 0 1 0 0 0.17
Sparidae Sparid post-larva 0 0 1 0 0 0 0.17
Syngnathidae Qosthetus lineatus Opossum pipefish 0 0 1 0 0 0 0.17
Syngnathus pelagicus Sargassum pipefish 0 0 1 0 0 0 0.17
Tetraodontidae Sphoeroides spengleri Bandtail puffer 0 0 1 0 0 1 0.33
Trichiuridae Trichiurus lepturus Atlantic cutlassfish 0 2 0 0 1 0 0.50
Total 1 40 51 7 6 9 19
Note: During Dec 93, Feb '94, and Oct '94 only Units 7&8 were sampled. Table from ENSR (1997). See Raytheon (1997) for original data.
During Apr, Jun, and Aug "84 both Units 7&8 and 9&10 were sampled.
Source: URS 2008

Current Data
The most current impingement mortality data were collected and reported in PREPA (2007). A summary of the
study is presented below.

A contemporary impingement survey was conducted once per month frommadathrough June 2007.

Collections were made over a-bur period using Ynch square mesh nets in the screen wash sluice at Units 9
and 10 and directly from the collection basket at Units 7 and 8. Debris loading at Units 7 and 8 necessitated a
change tawo 4-hour hour subsamples (one during the day and one at night) at Units 7 and 8. All fish and
shellfish were sorted, identified, enumerated, measured, weighed, and assessed as live, dead, or injured.

A total of 114 fish (biomass1,932.6 grams) from 2faxa and 255 shellfish (biomas2,676.9 grams) from nine
taxa were collected during 184 hours of impingement sampling (Exhibit 4). Shellfish accounted for
approximately 68 percent of the total abundance of impinged organisms and 58 percent of the bidrhas
vast majority of impinged specimens were less than 60 mm in total length or carapace width. Pink shrimp
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(Farfantepenaeus duorarum) were the most abundant shellfish (26 percent) and swimming crabs (Callinectes
spp.) accounted for the greatest biomd$§ percent). Silver jenny (Eucinostomus gula) were the most
commonly impinged fish, comprising 18 percent, while Atlantic cutlassfish (Trichiurus lepturus) accounted for
the greatest biomass (20 percent).

Power Plant, 2007

Exhibit 5. Summary of fish and shellfish collected during impingement sampling at San Juan

Relaghe Aband Relative Abund Relative Abund Redative Abend.
Comaman Name Scheneific Nasme ol | oy Namber <Total | Numsbee-Puvs. |- 7™ | by Bioommm - Totad | by Biomam
Callected : - ol B e sory
Catch (%) Toverts (%) Cateh (%) vs averts (%)
m —
Shoeifinger s vy * Anches Dyolepis 1 0% 0 01 0.2% 0% \
|Comsroon anchony * Anchow 3] 159 1L.4% " 0% 0%
Anibovy * A Aervee i 4 3 ox% 2.6% L 02% 042
Cardenadndh e ! 0y 09 29 o1% 0
jGrowmd Crosker At vl My v bt L) 1A% 4% a7 10r% 4%
Sooped <roakens Aarrvie Ny 4 | 039 09% n 0% | 4%
Horse eye jack Carvns htwr I 03 09 2 004% 0
Hiprye jachs Carans g 2 0% 15% 22 005% 01%
Dogtonth hervng * ONvox onivedom Mevieriones 6 164 iy 73 04 uas
Allantic busepee CN s chrisaras ? 199 61% 172 049 0%
Ll nadentelied herring O hopend e ' 0% oS 02 000% Qo
Rhcemboid mepanrs * Dvapeerax hoasvus ) 05% 26% 72 0% 0A%
Anchony * Eapradhdar | RS 0 0 o0% 002%
Selver jeray Lacrmmmsmat gole A 11% 1549 1095 24% %
Mojarea ¢ Gerrerdae 1 0% a9 32 0l% 02%
Yellowfin mopens * Gaerren courreny 0 27% LR 20 4 5% 11.5%
Moy echs e I 03% 05% 1ss 18% 605
Saake eels A XS R itar | LR L 3 0% 46 o 2V
Adsatic theead Acrrng FER0 STVER | 0 09% we 1A% (R
Barby Pid i 000 vre gomec n | 0.3% 09% 172 0X1% 1 9%
Allantc swont iy Wieer Wiy ) 0.5% 2% ALY 0% 0%
Lockdown Setoms vowmet 15 L1% N% 135 0320% ars
[Coemmcn puifion pharrondes o ! 0% nvs PR Y L 14%
[Checkered palfer Sphorrvades tewmadine et ! 0 0% »s 0xs 195
Harracuds SN P i 3 0% 13% 04 154% WA
Pulfons Tevrwnbonts bac | LA 09% 16 04% 05%
Atlantie codaiafinh Prnbvarys fopewrns It 2% 8% 185.9 K 4% 20k
P Subnots 114 M0.95% 100.0% 19325 41.9% 100.0%
Sheitfivh
Swameang Cras » 160% 1% 1N xis &5 9%
Mok Seimp e o 17.9% B is0x 9% 6.4%
anbiwan spany bonier ! 0 aae " Lis bR L
Morccinn crab ' W LA 125% 4 0% 0%%
Poscelan coab PouocAamida o “w 1).6% 1965 31.) 08% 145
Tree climbesg cratn S e lar ! 0% 045 19 0048% 0%
Rock sheirmpn Secyomie I 03 04% o8 a0 003%
Vo) hrrgn Uprpetastac 1 0% 04% 12 00V 0.08%
Mod crabn Xt dodoe B2 11 9% 17.3% 488 S 10 &4 1£2%
Nhwfifish Subtotal 245 1% 100.0% 18769 S5.1% 100.0%
Grand Total o 100.0% 4o £ 100.0%

* Indhcanes & repreeatative specics (RS)

Source: URS 2008

Initial survival, defined as the number of alive and injured specimens divided by the total number of specimeng
impinged, was 20 percent and 41 percent for fish and shellfesspectively (Exhibit 6). Collectively, survival
averaged approximately 34 percent. No federally listed species were captured during the 2007 sampling.
However, representative species (important commercial, recreational and forage species) comprised
approximately 44 percent of impinged specimens, including pink shrimp (Farfantepenaeus duorarum),
swimming crabs (Callinectes spp.), spiny lobster (Panulirus argus), anchovies, dogtooth herring (Chirocentrod
bleekerianus), and mojarras. Of these, pink slpraxacounted for 40 percent of the impinged representative

species.
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Juan Power Plant, 2007.

Exhibit 6. Initial survival of fish and shellfish collected during impingement sampling at San

Common Name Scientific Name 1"" #Dead | #Alive | #lnjured | = 050
Fish
Shortfinger anchovy * Anchoa Iyolepix 1 ! 0 0 0%
“ommon anchovy * Anchoa sp. 13 12 | 0 8%
Anchovy * Anchoviella sp. 3 2 I 0 33%
ardinalfish Apogon sp. | | 0 0 0%
round croaker Bairdiella ronchus 5 3 2 0 40%
Striped croakers Bairdiella sp. | 1 0 0 0%
Horse eye jack Caranx latus ! 1 0 0 0%
Bigeye jacks Caranx sp 2 2 0 0 0%
Dogtooth hermng * Chirocentrodon bieeke nanus 6 - 2 0 33%
Atlantic bumper Chloroscombrus chrysurus 7 4 3 0 43%
Umdentified hernng Clupeidac 1 | 0 0 0%
Rhomboid mojarra * Drapterus rhombeus 3 3 0 0 0%
Anchovy * Engraulidac 1 1 0 0 0%
Silver jenny Eucinostomus gula 21 17 B 0 19%
Mojarra * Gerreidae I | 0 0 0%
Yellowfin mojarra * Gerres cinereus 10 9 1 0 10%
Moray eels Muraenidae 1 0 I 0 100%
Snake eels Ophichthidac | | 0 0 0%
Atlantic thread herring Opisthonema oglinum 1 1 0 0 0%
Barbu Polydactylus virginicus I | 0 0 0%
Atlantic moonfish Selene serapinnis 3 3 0 0 0%
Lookdown Selene vomer 15 14 | 0 7%
ommon puffers Sphoerondes sp. 1 1 0 0 0%
heckered puffer Sphoeroides testudineus 1 0 1 0 100%
Barracuda Sphyraena sp. 2 0 2 0 100%
Puffers [ Tetraodontidae 1 1 0 0 0%
Atlantic cutlassfish Trichiurus lepturus 10 6 1 3 40%
Fish Subtotal 114 91 20 3 20%
wimming crabs * Callinectes spp. 59 2] 37 1 64%
Pink shnimp * Farfaniepenaeus duorarum 66 39 2 1 41%
anribbean spiny lobster * Panulirus argus I l 0 0 0%
Porcelain crab Petrolisihes sp. 32 31 1 0 3%
Porcelain crab |Porcellanidac sp. 50 37 13 0 26%
[Tree climbing crabs Sesarmadae ! I 0 0 0%
Rock shnmps Sicyonia sp. 1 0 I 0 100%
Mud shrimps Upogebiidae 1 0 | 0 100%
Mud crabs Xanthidae <t 21 23 0 52%
Shellfish Subtotal 255 151 102 2 41%
Grand Total 369 242 122 5 %

* Indicates a representative species (RS)

Source: URS 2008

Average impingement rates from December 199%®tlgh October 1994 were 0.86 fish/hour and 2.84
shellfish/hour (ENSR 1997). In 2007, rates averaged 0.69 fish/hour and 2.1 shellfish/hour. Despite the reductic

these differences are not statistically significant. Converting the 2007 values to annsayieltts estimates of

approximately 9,896 fish (27 fish per day) and 22,127 shellfish (61 shellfish per day). The rate of representativ,
species was 0.21 fish per hour. Exhibit 7 summarizes the annual impingement rates.
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Exhibit 7. Annual impingement of fish and shellfish at San Juan Power Plant, 2007

Source: URS 2008

Permit Requirements

According to 40 CFR 122.214pplication requirements for facilities with cooling water intake structusa$P

will be required to submit several documents to meet ingement mortality requirements. However, SJPP has
conducted several studies that may already contain the required information and therefore fulfill these
requirements. Exhibit 8 describes the studies required, provides the studies already submittedsanses
whether the given requirement might have already been satisfied. Again, EPA Region Il will be the ultimate
authority in making this assessment when the documents are submitted as part of the permit application.

5 Or when SJPP demonstrates that previous documents contain the required content; EPA Region Il may then waive the relevant submittal
requirements.
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